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Department of Energy 

AUG 2 8 1992 
Mr Steve Burkett Chief 
Complrancc Branch 
Water Management Division 
U S Enwronmental Aoacaon Agency Repon VIII 
999 18th Street, Suite 500 
Denver Colorado 80202 2405 

Mr RobertShukle 
Colorado Department of Health 
Monitonng and Enforcement Secbon 
Water Quality T>lwaon 
4210 East 1 lth Avenue 
Denver Colorado 80220 

Gentlemen 

92 DOE 9741 

As requmd by Part 111 Secuon C 4 b of the Rocky Flats Plant Nauod Pollutant 
Discharge Elimmaaon System Pemt (C0-0001333) the Rocky Rats Office is kentby 
noQfying you of an unauthorized bypass from the South Interceptor b t c h  (SID) at Rocky 
Flats Plant. The bypass took place on Monday monung August 24 1992 around 1090 
am and lasted about 1 hour The bypassed water was contasncd in a scchon of the SID 
that has been replaced and 1s no longer in use It &d not flow lnto Woman Creek 

The bypass happened dunng heavy mn and was caused by runoff that exceeded the 
capacity of the SID It occurred in a 40 to 50 foot stctlon below bulldurg 881 To help 
prevent Tcoccumnce of the bypass the capaclty of th~s SCCtlon of the SID has been 
increased by placing sandbags along its edge and rasing the level of the adjacent road 
with fill-dirt 

If you have any questlons concemmg this noaficauon please call Tom Lukow of my staff 
at 966-4561 
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B Shankland EPA 
M Hestmark EPA 
J Bruch RFPU CDH 
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Sincerely I 

&di!iF nwonmental Management 
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